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NOTE: CONFIGURATION OF SPRINKLER

PIPING AND EQUIPMENT IN RISER ROOM

WILL BE AS DESIGNED BY SPRINKLER

DESIGNER

2 1/2" THREADED MALE FDC CONNECTIONS

WITH CAP. A 5"  STORZ FDC MAY BE ALLOWED

WHEN APPROVED BY THE FIRE CODE OFFICIAL
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